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Powerseal, Romac, or approved equal
fusion bonded epoxy coated ductile iron
or stainless steel tapping sleeve.
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\ Fusion bonded epoxy coated ductile iron
or stainless steel tapping sleeve
Concrete Thrust Blocking
7.5 minimum cover required
over top of water main.
Resiliant Wedge Valve
conforming to AWWA
C—515 standards
~ - Megalugs or AFC ALFA Ends
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Compacted Granular Backfill
Undisturbed Earth
Concrete Thrust Blocking 8" Concrete Block
Note: All water main bolts shall be core—blue or approved equal.
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WATER MAIN WET TAP
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